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QUALITY CONTROL LABORATORY,
WATER TREATMENT PLANT NANGLOI , DELHI-110041

Dethi Jnl Noond of Coopaorntlven

Cnaparatives Nulld a el ter Wi

“Water sample collected from “Delhl English Academy”

vide challan No-291 Dated - 17.03.2025.

Dhaolsiras Sec-25, Dwarka, New Delhi - 110077

T
S1: Bore at above site. ‘Fgg TFE'SSTPEFE'E%?JIX% Drinking Polnt (RO) at above site,
Particulars Uﬁll\{éTE R.SAMPI;E-I.WFY- s1 | s
_ Acceptable | Permissible
No.
B PHYSICAL EXAMINATION
1. Date of collection | - - -- 08.04.25 08.04.25
_ N _
2. | Date of AnalyGeS—er\ | v B - - 12.04.25 | 12.04.25
3. |Colour /37 DB \B\ Ccu 5.0 15 Clear Clear
4. Odour <(B'1$Lm?.} R No. Objectlonable No Obj. No Obj.
5. | Turbidity \o\. /0 | NT.D. 1.0 5.0 3.8 1.2
6. | PHvalue  &ioj, pews” 6.5 8.5 7.30 7.57
7. Electrical Conductivity = | pumho/cm - - 2866 108.6
8. | Total dissolved solids mg/l 500 2000 1862 7059
] __ CHEMICAL EXAMINATION B
9. | Phenolphthalein Alkalinity | mg/l - - NIL NIL
10. | Total Alkalinity ) mg/I 200 600 240 24
11. | Total Hardness ] mg/l_ | 200 600 652 20
12. | Calcium Hardness mg/l | - - 321 12
13. | Magnesium Hardness mg/I = - | 331 08 .
14. |calciumasCa mg/| 75 200 | 1284 4.8
15. | Magnesium as Mg mg/| 30 100 ~79.44 1.92
16. | AmmoniaasN mg/| 0.5 N.R ~NIL NIL
17. | Nitriteas N - mg/| —-— -- 0.04 NIL
18. | Nitrateas No; meg/| 45 N.R. 24.2 3.4
19. | Sulphate - mg/I 200 400 264 10
20. | Chloride I mg/ 250 1000 626 26
21. | Dissolved Iron ~mg/| 1 N.R. 0.12 ND
22. | Fluoride mg/| 1 1.50 0.32 0.12
23, | Cyanide mg/| 0.05 N.R. ND ND
24. | Residual Chlorine mg/I| 0.20(min) 1.0 NII NII ,
] BACTERIOLOGICAL EXAMINATION
25. | Coli-form per 100 ml at37°C| MPN ] 39 0
=hsatt—Chief- Water-Analu-*

REMARKS: As mymitiessad parRneters Samples S-1 cannot be used for drinking purpose whereas Sample S-2
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